In order to overcome the influences of model mismatch or sometimes non-linear variables and interference in generalized predictive control process, that cause a lag, being unstable and uncertain and make the predictive result not ideal, the paper presented a generalized predictive optimization control algorithm based on wavelet transformation. In the paper, we made the anatomy of localized nature and characteristics in translation, expansion and contraction for wavelet analysis, constructed the implicit generalized predictive control algorithm based on wavelet analysis, and derived a sort of generalized predictive optimization control algorithm. The experiment contrast simulations demonstrated that it could greatly improve predictive control quality. The study results show that the improved algorithm presented in this paper can be higher in predictive control precision, faster in predictive operating time, and it provides a new algorithm for reference.
Introduction
Predictive control is a model-based control, this model is called predictive model. Function prediction model is based on historical information and future object input predict its future output. Predictive control is a rolling optimization algorithm that determines the optimal future control action by a performance index. According to the general forecast model and control strategy is optimized in the future it is a finite length of time from the moment of the current carried. According to the prediction model, at each sampling time to optimize performance only relates to a result, not a global predictive control from the same moment of the future for a limited time, and the next moment, the same time period onward optimization, optimization performance indicators, but every time there is a performance optimization with respect to the time. Relative forms at different times to optimize performance is the same, but its absolute form, that is included in the time zone is different.
Thus, predictive control, optimization is not once offline, but repeatedly conducted on-line. Generalized Predictive Control as a new remote predictive control, set the advantages of multiple algorithms as one, with better performance, attention has been paid. There are a variety of correction algorithm, it can be divided into two kinds of explicit and implicit algorithms. Especially Implicit Generalized Predictive Control does not recognize the object model parameters, but identification strike the optimal control law parameters directly from the input / output data, thus avoiding the line solving the Diophantine (Diophantine) equation brought a large number of intermediate operations reduce the computational workload, saving time. However, the implicit generalized predictive control, predictive process model mismatch or sometimes change, non-linear and interference effects, leading to lag prediction signal, unstable, uncertain, so the result is not ideal.
Consider prediction algorithm presence of defects, and the wavelet transform is a time-frequency positioning tool, with good localization properties, easy to do local analysis; and because the wavelet translation, of breathing function, facilitate analysis of non-stationary signals. According to the principle of wavelet analysis, wavelet analysis thought the introduction of predictive control algorithm, an optimization algorithm Implicit Generalized Predictive Control based on wavelet transform, and the simulation results show the effectiveness and superiority of the algorithm proposed.
Data acquisition and data processing
By using the principle of fluid natural oscillation and detecting formed Kaman vortex frequency after vortex occurs, the vortex flowmeter can find the volume flow rate through the pipeline, and the basic relation expression is shown as in formula (1) .
In which, ν(m/s) is the mean velocity of fluid that is not affected by noise interference, d (m) is the effective diameter of the vortex occurring body, and f is the Kaman vortex frequency. In the measuring range (Re from 5*103 to 1.5*105), S t is a constant, and the volume flow of fluid flowing through the pipe is shown as in formula (2).
In which, Q denotes the volume flow rate (m 3 /s), and D is the pipe diameter (m). The formula (2) is the measurement basis of vortex flowmeter. From formula (2), it can be seen that the key of determining flow is to measure vortex frequency f. But due to the impact of factors such as change in velocity pulse by the fluid turbulent state, pipeline random vibration in industry field measurement and so on, the output signal of vortex frequency transmitter is not an ideal sinusoidal signal, but mixed with noise signals (mainly white noise), and therefore it must carry on filtering processing [7, 8] .
Signal processing of wavelet denoising
The output of vortex flowmeter theoretically is a sine wave [9] . Although it contained different noise components in the output signal of actual vortex flow, but under the condition of the signal not to be drowned out by the interference, the main energy is still focused on the frequency of useful sine signal [10] . Based on the above theory, it can perform wavelet transform on the actual vortex signal, draw the diagram of signal in frequency domain, find the highest peak of spectrum and the biggest point of spectrum width to length ratio, and thereby extrapolate the point of the frequency for the measurement of vortex flow value [11] .
The wavelet transform and the traditional Fourier transform (STFT) (namely windowed Fourier transform) come down in one continuous line [12] , but the Fourier transform (STFT) has the advantages of less. The formula (3) is the signal f(x) wavelet transform under the wavelet function Ψ.
The scale parameter a and displacement parameter b in the wavelet transform can also change at the same time. For the high-frequency spectrum information, the time interval can be relatively reduced (scale a reduced) so as to make the frequency precision be better, and for the low frequency spectrum information, the time interval can be relatively increased (scale a increased) so as to make frequency information be summarized, and that is to say that this is called time-frequency localization. Based on the above characteristics, the wavelet analysis of signal processing is more fine and flexible, and it is more in time and effectively to remove the noise.
The ideal sine signal is continuous, differentiable and smooth, and the emergence of the noise has randomness. It is almost everywhere singular, and when it makes multi-scale wavelet transform for the two signals, the wavelet spectrum owns different characteristic. Its wavelet spectrum of effective signal increases with the scale, the number of maximum (high frequency signal point) is more stable, and it has obvious inheritance characteristic. But the number of random noise spectrum maximum points reduced with the scale increases significantly, and the emergence moment of maximum point between adjacent scales has no inheritance characteristic.
From the view of functional analysis, because the wavelet operatorΨis integrable on real line of Lebesgue square, it has the formula (4).
 
It is also absolutely integrable, i.e.
The assumption that the signal x is absolutely integrable, then it has formula (6) .
The white noise is the noise signal of expectation being as zero, and it is absolutely integrable obviously [11] . With the increasing of scale (even at smaller scales), the time interval of integral increases, and the norm║x║of noise signal x will tend to expected value zero. And from formula (6), it can be seen that its wavelet spectrum expectation║Ψ(x)║ will also tend to zero. Particularly important is that for wavelet spectrum of effective mutation signal in the signal increases with the scale (at smaller scales), the norm is instead increased, the polarity is more obvious, and it has stronger inheritance characteristic.
Let n (x) be the real and wide stationary white noise, and the variance isσ 2 , then the expectations of wavelet transform W n (s, x) for white noise is shown as in formula (7) .
In which,Ψis the wavelet operator, s denotes the scale of wavelet transform, and it can be seen that the attenuation of E(|W n (s,x)| 2 )is proportional to 1/s，namely along with the increasing of scale, the amplitude on average of white noise wavelet transform reduces. If n (x) is Gauss white noise, then in the scale s, the average density of the wavelet transform is shown as in formula (8). (2) (1)
In which, Ψ (1) andΨ (2) are respectively the one-order and two-order derivative. From formula (8), it can be seen that d s is proportional to 1/s，and if the scale increases then the density decreases. From the contrastive analysis for an effective signal and white noise and their high frequency coefficient of wavelet transform, it can get the results shown in Fig.1 . The graphic in Fig.1 (a) and Fig.1 (b) is respectively the high frequency coefficient map of sine signal and white noise under condition of four scales db6 of wavelet transform. From Fig. 1(a) , it can be seen that the original signal is composed of two sections of different frequency sine signal formed by splicing, and there are three mutation points. After making wavelet transform of four scales, the position of mutation signal point is highlighted, and with the increase of the scale of j, the number of extreme points is very stable. And the emergence of the approximate position is respectively as the following, if j = 1 then it is 0, 200 and 400, if j = 2 then it is 0, 100 and 200, if j = 3 then it is 0, 50 and 100, if j = 4 then it is 0, 25 and 50. The position of emergence is 1/2 of maximum position number of previous scale, and it can be seen that it has very strong inheritance characteristic. From Fig. 1(b) , it can be seen that the number and amplitude of extremum point of white noise wavelet spectrum decreases rapidly with increasing scale of j, and the emergence location is any relation with scale change.
According to the above theory, as long as it removes the wavelet spectrum component generated by the noise on each scale, especially the noise wavelet spectrum component that the noise spectrum is dominated by scales, then what the wavelet spectrum preserved basically is the wavelet spectrum of effective signal. If it reuses the wavelet transform and reconstruction algorithm, then it can reconstruct the effective signal. The denoising process is as follows.
① Using Mallat algorithm [3] , it can find the wavelet decomposition of noise signal f (x) in each scale j (j < N). In which, h, g denotes respectively the corresponding low-pass filter and high pass filter coefficient of the wavelet function Ψ. The formula (9) is the smooth signal of wavelet decomposition, and the formula (10) is its high frequency signal.
② Selecting threshold makes the soft threshold processing for high frequency coefficient from scale N to scale 1. If some modulus maximum points of wavelet transform amplitude decrease with the scale increase sharply, then it shows that these maximum points are almost controlled by white noise, and it should be removed. If some modulus maximum points of wavelet transform do not spread to larger scales, then it should also be removed. Generally, it sets a threshold for high frequency coefficient in the high scale to filter out the noise wavelet spectrum, keeps the wavelet spectrum of effective mutation signal, and then finds out the wavelet spectrum of effective mutation signal for low scale. The theory proposed in the literature can be found in Mallat algorithm [4] .
③ From the low frequency coefficient of scale N (smooth signal) and high frequency coefficient through processing for from scale 1 to scale N, it can makes the reconstruction of the signal so as to get the denoising signal.
Many scholars have also put forward some wavelet denoising algorithms, for example, the iterative projection method between convex multiple Hilbert space (POCS) in reference [2] , and simplified algorithm in reference [5] etc.
Simulation result and its analysis
In the experiment, the signal with noise is still composed of two sine signals of different frequency after stitching and mixing white noise.
The figure 2 (a) is the noise free signal, and figure 2 (b) is the signal with noise. It is visible, because of low in SNR, effective signal submerged in noise, and peak pulse has been replaced by the noise, and the vortex flowmeter is unable to correctly measure the flow. Now it takes the db6 wavelet respectively to actualize the wavelet denoising of largest scale N from 3 to 8 for the signal with noise, and the simulation results are shown in Fig. 2 . figure) , although the amplitude and the effective signal has also some differences, but the peak has come out prominently, and therefore the correct fluid frequency can be determined. Here what the scale needs to reach 8 is due to the SNR being small. It can be seen that for signals with different signal to noise ratio the selection of wavelet scale is different, and therefore it should be determined according to the effect. After considering the above some basic problems, it can actualize the signal processing for actual output signal of a stress type vortex flowmeter, and when the flow of vortex flowmeter is approximately to be as 0.50, 0.60, 0.70, 0.80, 0.90 and 1.00 m/ s, the result of signal acquisition and processing is shown as in Fig. 3 . Transverse coordinate in Fig.3 is the flow velocity for each sampling point, and the unit is m/s. The ordinate represents the average value of the periodic wavelet calculation. Through the analysis of power spectrum for the signal, it can find out the following conclusions.
① The average value of the periodic wavelet at different frequency calculated decreases with decreasing flow rate, and there is a linear relation.
② Using linear prediction method, it can get the standard output of vortex signal for each point above, calculate the analysis error spectrum, and all the error for each the point is less than 6% So, the Wavelet calculation has certain superiority in measuring low flow rate, but when the vortex flowmeter is lower flow rate (flow rate < 0.5 m/ s), it is difficult to extract the useful signal by using wavelet analysis method. This is caused by defects of wavelet analysis method itself.
Conclusions
Observation of the three artificial picture, predictive control optimized and non-optimized predictive control compared to the former law optimal amount of change in the forecasting process smaller, reaching only change; the former results closer to the actual value, the faster the closer the actual value, especially in dual-input dual-output simulation, the better.
